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*The 240 VAC Sunny Boy maybe  substituted with a pair of 120 VAC Sunny Boys such as the SB 700US.

Sunny Island Wiring
Split Phase 1

*Sunny Boy Inverter
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Black = L1
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Green = Eq. Grnd.
(Blue = Control)

DC Wiring (Heavy Lines)
Red = DC Positive
Grey = DC Negative
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